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This specification covers minimum requirements for cementitious 
grouting between foundations and equipment bases. Included are 
requirements for materials and placing.

Keywords: cement grout; cementitious grout; equipment grout; founda-
tions; grout; hydraulic cement grout; machinery grout.

CONTENTS
(mandatory portion follows)

PART 1—GENERAL, p. 1
1.1—Scope, p. 1
1.2—Interpretation, p. 2
1.3—Definitions, p. 2
1.4—Referenced standards, p. 2
1.5—Submittals, p. 2
1.6—Delivery, storage, and handling, p. 2
1.7—Quality control procedures, p. 2
1.8—Acceptance of work, p. 3

PART 2—PRODUCTS, p. 4
2.1—Grouts, p. 4
2.2—Joint and sealant material, p. 4
2.3—Formwork, p. 4
2.4—Water, p. 4

PART 3—EXECUTION, p. 4
3.1—Preparation, p. 4
3.2—Installation, p. 5

3.3—Testing and inspection, p. 6
3.4—Repair, p. 6
3.5—Cleaning, p. 6
(nonmandatory portion follows)

NOTES TO SPECIFIERS, p. 6
General notes, p. 6
Foreword to checklists, p. 6

MANDATORY REQUIREMENTS CHECKLIST, p. 7

OPTIONAL REQUIREMENTS CHECKLIST, p. 7
(mandatory portion follows)

PART 1—GENERAL

1.1—Scope
1.1.1 This specification covers minimum requirements for 

cementitious grouting between foundations and equipment 
and machinery bases.
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